An improvement of fault location algorithm to locate a faulted section for Three Phase to Ground Fault based on multiple measurements is presented in this paper. A new ranking approach is proposed to overcome multiple faulted section candidates. A large scale 11 kV network which comprises of 43 nodes and 5 branches are used to evaluate the proposed algorithm. The result shows that there is improvement in terms of faulted section detection in the first attempt for each additional measurement. An accurate fault distance is also achieved through averaging the fault distance from each measurement.
INTRODUCTION
Uninterruptible power supply in a power distribution network is unavoidable due to various factors. One of the factors causing interruption is the occurrence of faults. Faults could occur at any time and location in the network. It is crucial to identify the location of the fault as fast as possible, so that the appropriate action can be taken. By knowing the exact fault location the affected section can be isolated so that power can be delivered to un-faulted sections. Hence, the impact of power disturbance could be minimized.
In order to detect fault location, there are several fault location methods that can be used. These methods can be classified into impedance based method, fundamental frequency method, travelling wave and knowledge based methods. Due to the complexity of distribution network which mainly comprises of non-homogenous lines/cables, method that based on impedance [1] - [4] and travelling-wave [5] - [6] may produce multiple faulted sections. Nevertheless, some attempt to reduce the multiple faulted sections had been conducted as in [2] . Both methods are more suitable to locate fault on transmission line that are equipped with monitoring devices at both end of the line.
Considering the complexity in a distribution network, knowledge based method, such as Artificial Neural Network [7] , Genetic Algorithm [8] , Hybrid Method [9] - [10] had been applied. These methods require information such as substation and feeder switch status, feeder measurement, atmospheric conditions, and information from real time measurement. However, for distribution network with limited real time measurement, this type of method may not be effective. Considering the limitation of real time measurement in a distribution system, our previous work had applied voltage sag data at primary substation to determine fault location [11] - [15] . The working principle of the proposed method is by matching the pattern of the voltage sags between database and actual data. A fault close to the measurement location can be identified since it causes severe voltage sags compared to a fault that occur far away from the measurement location.
The first work was started in [11] , where a faulted section is identified by matching developed voltage sags in the database with actual data. Improvement was then undertaken to determine fault distance from the sending node of the identified faulted section [12] - [13] . The fault distance is calculated by considering linear representation of voltage sag profile between two adjacent nodes in [12] and non linear in [13] . Further on, the method was tested for non-homogenous distribution network and uncertainty of fault resistance [14] . This work was implemented using the voltage sag equations based on different fault resistance. The last work in [15] discusses the influence of voltage sag pattern to the accuracy of the method.
This paper presents continuous work in improvement of the previous methods by considering any number of voltage sags measurement instead of single measurement. The motivation in doing this is that distribution network nowadays is equipped with multiple measurements in the distribution network for Power Quality data logging and also smart grid application [16] . The improvement involves new ranking reasoning and fault distance calculation. The method is tested using a large scale 11 kV network with two feeders and five branches consisting of 43 buses, which never been considered before. This paper is organized as follows; in the following section the description of the previous method is discussed. Section III presents the improved method. The result of the proposed method is presented in Section IV. Finally, conclusion of the proposed method is described in Section V.
II. DESCRIPTION OF THE PREVIOUS METHOD
The process to identify faulted section and fault distance have been proposed in the previous methods [12] - [13] . The main step is to establish voltage sag database. This database will be the reference to identify faulted section as in Equations (1) and (2) . Three-phase load flow analysis and unbalanced fault analysis are adopted to produce voltage sag in the database. The database can be updated from time to time whenever the system changes. The process of locating faulted section and fault distance is described in the following section.
A. Selecting of the Faulted Section
The identification of faulted section is carried out by comparing the actual voltage sags magnitude and phase angle due to fault with the voltage sags magnitude and phase angle in the database. The possible faulted section is selected when voltage sag magnitude and phase angle lies between the voltage magnitude and phase angle values of any two adjacent nodes value as in the following:
Where: Since a distribution network commonly comprises many parallel branches and considers single measurement, it is possible to obtain more than one faulted section. Hence, to overcome this problem, ranking reasoning algorithm is applied.
B. Ranking Reasoning Process
Ranking reasoning is used for ranking the most likely to the less likely of fault location candidate. The concept of ranking is illustrated in In this figure, three sections which are 3-4, 7-8, and 4-5 were selected as the possible faulted section. The ranking reasoning will rank these sections according to the most likely faulted section. The rank is based on the distance of the line section (d 1 , d 2 and d 3 ). The closest will be ranked as the first possible, followed by the second closest and so on. It is intended to facilitate the inspection crew to find the actual faulted section. Numbers of inspection follows the rank numbers at the faulted section until the actual fault section is found.
C. Fault Distance
Fault distance is determined by considering the intersection of line with the line section as shown in Fig. 1 . The fault distance is determined by assuming that the length of a faulty section pq (any two adjacent nodes of a section) corresponds to the distance between point p and q of the voltage sags data as shown in Fig. 2 . The fault distance is estimated by considering the intersection of line d k (the shortest distance) to the line p-q, given the fault distance d F from node p. The distance d F can be calculated based on cosine rule. The shortest distance d k and fault distance from node p, d F and actual length, F d can be calculated as follows:
l pq is the length of cable/line for section p-q in km. 
III. THE IMPROVED METHOD
The main problem of using single measurement in a large scale network is that voltage sag is unobservable for a fault occurring far away. This fact has been shown and discussed in details in [16] . Hence, in this paper, multiple measurements are considered.
A. Ranking Approach
Since the faulted section identification will check all databases related to a particular measurement point, there is a possibility of obtaining the same section from another database. Thus, a new ranking approach is proposed in this paper to address this problem by considering two criterions:
(i) The total number of a section i selected (NSiS).
(ii) Matching section based on shortest distance (d k ) The probability of being the faulty section is higher when more sections are selected. In the case where the selection number is the same, the shortest distance (d k ) will be used as the final criterion in determining the ranking. Since multiple measurements are used, the shortest distance cannot be directly used to determine it as the faulty section. To address this issue, the average shortest distance of section i ( 
B. Calculation of Fault Distance
Since the improved method considers n numbers of measurements, similar section could be selected in each measurement database. To address this issue, the average fault distance of section i ( i F d ) is taken as follows:
and
Where F d is fault distance for section i at selection s.
C. Algorithm of the Ranking Approach
The algorithm for ranking approach is shown in Fig. 3 . The ranking process done after matching approach implemented to obtain the possibility faulted section. Based on the value of the total number of a section i selected (NSiS) and shortest distance (
, the ranking process is then developed after calculation of the shortest distance and fault distance is calculated. In the ranking approach, the NSiS is considered as the first priority. The highest NSiS of a section will be selected as the first rank. This is followed by the next highest value of the shortest distance. If the candidate have the same value of NSiS, the average of the shortest distance ( ) (average d i k ) is considered for ranking reasoning process.
Otherwise, the minimum value of shortest distance ( ) (average d i k ) is considered as the first rank, followed by a second minimum of the shortest distance. This process will stop until the maximum value of the shortest distance is achieved. Fig. 3 . The algorithm of ranking approach Finally, the new ranking approach will generate the most possible faulted section, NSiS, average of shortest distance ( ) (average d i k ) and actual fault distance (F d ).
IV. TEST NETWORK

A. Test Network
The system consists of one source 132 kV representing the grid, a unit of step down 132/11kV transformer and 4 branches. The network is divided into 4 branches with a total of 41 line sections and 43 buses.
The tested network was modelled using PSCAD power system simulator software. The cables are modelled using PI model with constant impedance load. The sources are threephase voltage source model. Since the studied distribution network is an underground cable system, faults are normally caused by permanent insulation breakdown. Hence, in the voltage sag pattern simulation, only faults with zero impedance were considered. 
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B. Test Case: Three Phase Fault at Midpoint of Line Section
In this case, the performance of multiple measurements is investigated. Three phase to ground fault is simulated at the midpoint of all the lines between two adjacent nodes (a section). Table I shows the test results of the proposed method for a single up to three measurement points. Even though the simulation is performed on each section of the test network, only results of certain sections are presented to show the overall performance of the proposed method.
In Table I , the first column shows the tested section. The second column presents the selected possible section and the third column shows the number of section found in different database. Meanwhile, fourth and fifth column are showing the shortest distance, d k and actual fault distance (measured from a sending node). The following column represents two and three measurements respectively.
The tested section 3-4 is taken as an example for discussion, when fault is created at midpoint of section 3-4, three possible sections were found i.e 3-4, 25-26 and 25-39. The respective shortest distance, d k and the actual fault distance are shows in the same row. For single measurement, the NSiS always has one value. Since the real measurement will be matched with the single database, the shortest distance, d k is considered as the main criteria in determining the ranking of the possible faulted section. It can be seen in table I, that section 3-4 has the lowest shortest distance, d k , which makes it to be the first rank.
For two and three measurements, the significant difference is on the NSiS. This is because section 3-4 was found more than one at different database corresponding to one, two and three measurements. In this condition, the average of the shortest distance, C. The overall Performance. Fig. 5 represents the overall performance of multiple measurements. It can be seen that the improvements for section selected in the first rank. For single measurement, the total number of section in the first rank is 68.3%. This number increases tremendously to 75.6% and 87.8% for two and three measurements respectively. The number possibilities of faulted sections are also reduced by adding measurement. Based on one measurement, there is 21.9% (9 sections) undetected. However, with additional measurement, all the faulty sections were successfully located.
The improvement by adding measurement is possible because a fault near to the measurement location generate more severe voltage sag compared to a fault occurs far away from the measurement location. Therefore, if more measurements are placed in the distribution systems, a fault that is closer to the measurement nodes will likely generate more accurate results. Another reason is, by considering the total number of section i selected (NSiS) from several measurements, the accuracy of fault location detection can be improved. 
D. Fault Distance Error
The accuracy of the obtained fault distance is also presented in this section. The percentage error of fault distance can be calculated from the difference between the actual distance, d (Actual) with the calculated actual fault distance, The percentage of fault distance error for three phase fault at the mid point of main feeder is shown in Fig. 6 . This result is based on three numbers of measurements. The highest value of percentage fault distance error is obtained in section 8-9 (1.134119 %), which is equal to 0.582 km or 581.8 meter of error. This value is considered acceptable in practice.
However, the location of fault is correctly located at section 8-9 in the first attempt. Thus, the tested result proves that the multiple measurements method generates high accuracy of the fault distance. 
V. CONCLUSSION
A fault location method based on voltage sags measurement is presented in this paper. Different from previous method, this improved method is able to utilise any number of measurement in distribution system. Ranking approach is improved by considering the number of possible faulted section (NSiS) and average of the shortest distance ( ) (average d i k ).
The method has been tested in a real time simulation by using PSCAD power system simulator. An actual 11kV rural distribution network, with one feeder was used as the tested system. The network consists of 43 nodes and 5 branches. The final result of multiple measurements is considered to obtain the percentage of error. The fault distance using multiple measurements approach is promising as most of test results are shown in the first rank. Extending this approach to determine fault distance when fault occurs at midpoint of the faulted section on the distribution network is proven to work as well. In the future work, this method will be improved to consider fault resistance, loading variation, error in measurement and distributed generation.
